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1. REFER TO SHEET C40X FOR SOILS MAP AND SOIL CHARACTERISTICS. REFER TO SHEET C40X FOR SOILS MAP AND SOIL CHARACTERISTICS. C40X FOR SOILS MAP AND SOIL CHARACTERISTICS.  FOR SOILS MAP AND SOIL CHARACTERISTICS. 2. REFER TO SHEET C40X FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS. REFER TO SHEET C40X FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS. C40X FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.  FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS. 3. REFER TO LANDSCAPE PLANS FOR PLANTING DETAILS. ANY MOUNDING NOTED ON LANDSCAPE PLANS REFER TO LANDSCAPE PLANS FOR PLANTING DETAILS. ANY MOUNDING NOTED ON LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE GRADING PLAN SERIES 300'S. 4. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION. 5. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE CONSTRUCTION PROCESS. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE CONSTRUCTION PROCESS. 6. REFER TO THE STORMWATER POLLUTION PREVENTIONS NOTES SHEET CX0X FOR ALL EROSION CONTROL REFER TO THE STORMWATER POLLUTION PREVENTIONS NOTES SHEET CX0X FOR ALL EROSION CONTROL CX0X FOR ALL EROSION CONTROL  FOR ALL EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES. 7. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION INGRESS/EGRESS CONDITION CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND SEDIMENT OFF PUBLIC ROADS. 8. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK AND MAKE REPAIRS EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK AND MAKE REPAIRS IMMEDIATELY AFTER PERIODS OF 1/2" RAINFALL OR GREATER. 9. STORMWATER DISCHARGE WILL OR WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT. STORMWATER DISCHARGE WILL OR WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT. 10. THE 100 YEAR FLOODPLAIN FLOODWAYS ARE PRESENT AND LABELED ON THIS SITE OR NOT PRESENT. THE 100 YEAR FLOODPLAIN FLOODWAYS ARE PRESENT AND LABELED ON THIS SITE OR NOT PRESENT. 11. PRESENCE OF HYDRIC SOILS: LIST TYPE. PRESENCE OF HYDRIC SOILS: LIST TYPE. 12. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS & NEIGHBORHOOD SERVICES OF THE CITY CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS & NEIGHBORHOOD SERVICES OF THE CITY THE DEPARTMENT OF BUSINESS & NEIGHBORHOOD SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE CONSTRUCTION SEQUENCE, INCLUDING START DATES  WITH A NARRATIVE DESCRIBING THE CONSTRUCTION SEQUENCE, INCLUDING START DATES FOR EACH LAND DISTURBING ACTIVITY. 13. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF THE EROSION CONTROL THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES. ONCE DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY. 14. ANY DISCREPANCIES OR CONFLICTS WHICH BECOME APPARENT BEFORE OR DURING CONSTRUCTION SHALL ANY DISCREPANCIES OR CONFLICTS WHICH BECOME APPARENT BEFORE OR DURING CONSTRUCTION SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER OF RECORD IMMEDIATELY SO THAT CLARIFICATION OR REDESIGN MAY OCCUR.
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1. INSTALL SILT FENCING. DUST SHALL BE KEPT TO A MINIMUM BY UTILIZING SPRINKLING WATER OR OTHER INSTALL SILT FENCING. DUST SHALL BE KEPT TO A MINIMUM BY UTILIZING SPRINKLING WATER OR OTHER APPROVED METHODS. 2. IDENTIFY CONSTRUCTION STAGING AREA, CONCRETE WASHOUT AREAS, MATERIAL STORAGE AND TOPSOIL IDENTIFY CONSTRUCTION STAGING AREA, CONCRETE WASHOUT AREAS, MATERIAL STORAGE AND TOPSOIL STOCKPILE AREAS. EACH AREA SHALL BE PROPERLY PROTECTED AND DELINEATED PRIOR TO CONSTRUCTION. 3. THE IDEM NOI, IF REQUIRED, AND CONTACT INFORMATION FOR THE PERSON WITH ONSITE THE IDEM NOI, IF REQUIRED, AND CONTACT INFORMATION FOR THE PERSON WITH ONSITE RESPONSIBILITIES MUST BE POSTED ONSITE. 4. IDEM AND THE LOCAL CITY AGENCY MUST BE NOTIFIED WITHIN 48 HOURS OF COMMENCING IDEM AND THE LOCAL CITY AGENCY MUST BE NOTIFIED WITHIN 48 HOURS OF COMMENCING CONSTRUCTION. 5. CONTACT INDIANA UNDERGROUND PLANNED PROTECTION SYSTEMS, INC. ("INDIANA 811") FOR CONTACT INDIANA UNDERGROUND PLANNED PROTECTION SYSTEMS, INC. ("INDIANA 811") FOR UNDERGROUND UTILITY LOCATIONS. (1-800-382-5544). 6. BEFORE OPENING UP THE SITE, FIRST EVALUATE, MARK AND PROTECT IMPORTANT TREES AND ASSOCIATED BEFORE OPENING UP THE SITE, FIRST EVALUATE, MARK AND PROTECT IMPORTANT TREES AND ASSOCIATED ROOT ZONES, UNIQUE AREAS TO BE PRESERVED (I.E. WETLANDS), STREAMS, LAKES OR EXISTING VEGETATION SUITABLE FOR USE AS FILTER STRIPS (ESPECIALLY IN PERIMETER AREAS). 7. FIRST, STRIP AND STOCKPILE TOPSOIL ON-SITE. FIRST, STRIP AND STOCKPILE TOPSOIL ON-SITE. 8. BEGIN MASS EARTHWORK FOR PROPOSED IMPROVEMENTS. BEGIN MASS EARTHWORK FOR PROPOSED IMPROVEMENTS. 9. REPAIR ANY SILT FENCING IF DAMAGED. IF SILT IS 1/3 HEIGHT OF FABRIC, REMOVE SILT AND REPLACE REPAIR ANY SILT FENCING IF DAMAGED. IF SILT IS 1/3 HEIGHT OF FABRIC, REMOVE SILT AND REPLACE TO ORIGINAL CONDITION. 10. IMMEDIATELY AFTER GRADING, APPLY SURFACE STABILIZATION PRACTICES ON ALL GRADED AREAS, USING IMMEDIATELY AFTER GRADING, APPLY SURFACE STABILIZATION PRACTICES ON ALL GRADED AREAS, USING PERMANENT MEASURES IN ACCORDANCE WITH THE EROSION CONTROL PLAN. HOWEVER, IF WEATHER DELAYS PERMANENT STABILIZATION, TEMPORARY SEEDING AND/OR MULCHING MAY BE NECESSARY AS A PROVISIONAL MEASURE. ALSO STABILIZE (USING TEMPORARY SEEDING/MULCHING OR OTHER SUITABLE MEANS) ANY DISTURBED AREA WHERE ACTIVE CONSTRUCTION WILL NOT TAKE PLACE FOR 15 WORKING DAYS. 11. AFTER CONSTRUCTION AND FINAL GRADING, PERMANENTLY STABILIZE ALL DISTURBED AREAS. ALSO AFTER CONSTRUCTION AND FINAL GRADING, PERMANENTLY STABILIZE ALL DISTURBED AREAS. ALSO REMOVE TEMPORARY RUNOFF CONTROL STRUCTURES, ANY UNSTABLE SEDIMENT AROUND THEM, AND STABILIZE THOSE AREAS WITH PERMANENT SEEDING AND EROSION CONTROL BLANKET IF NECESSARY. 12. MAINTAIN ALL EROSION AND SEDIMENT CONTROL PRACTICES UNTIL ALL DISTURBED AREAS ARE MAINTAIN ALL EROSION AND SEDIMENT CONTROL PRACTICES UNTIL ALL DISTURBED AREAS ARE PERMANENTLY STABILIZED.
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SQUARE YARD INLET
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ROUND YARD INLET

AutoCAD SHX Text
INSTALLATION 1. DIG AN EIGHT-INCH DEEP, FOUR-INCH WIDE TRENCH AROUND THE PERIMETER OF THE INLET.  DIG AN EIGHT-INCH DEEP, FOUR-INCH WIDE TRENCH AROUND THE PERIMETER OF THE INLET.  2. IF USING PRE-ASSEMBLED GEOTEXTILE FABRIC AND POSTS, DRIVE THE POSTS INTO THE  SOIL, TIGHTLY IF USING PRE-ASSEMBLED GEOTEXTILE FABRIC AND POSTS, DRIVE THE POSTS INTO THE  SOIL, TIGHTLY STRETCHING THE GEOTEXTILE FABRIC BETWEEN POSTS AS EACH IS DRIVEN. (POSTS MUST BE PLACED ON THE INLET SIDE OF THE ANCHOR TRENCH WITH THE GEOTEXTILE FABRIC ON THE SIDE OF THE TRENCH FARTHEST FROM THE INLET.) NOTE: IF ASSEMBLING THE GEOTEXTILE FABRIC AND POSTS ON-SITE, DRIVE THE POSTS INTO THE SOIL AND THEN SECURE THE GEOTEXTILE FABRIC TO THE POSTS BY PLACING A PIECE OF LATHE OVER THE FABRIC AND FASTENING IT TO THE POST (STRETCHING THE FABRIC BETWEEN POSTS AS IT IS FASTENED). 3. USE THE WRAP JOIN METHOD WHEN JOINING POSTS  USE THE WRAP JOIN METHOD WHEN JOINING POSTS  4. PLACE THE BOTTOM 12 INCHES OF GEOTEXTILE FABRIC INTO THE EIGHT-INCH DEEP TRENCH, LAYING THE PLACE THE BOTTOM 12 INCHES OF GEOTEXTILE FABRIC INTO THE EIGHT-INCH DEEP TRENCH, LAYING THE REMAINING FOUR INCHES IN THE BOTTOM OF THE TRENCH AND EXTENDING AWAY FROM THE INLET.  5. BACKFILL THE TRENCH WITH SOIL MATERIAL AND COMPACT IT IN PLACE. BACKFILL THE TRENCH WITH SOIL MATERIAL AND COMPACT IT IN PLACE. 6. BRACE THE POSTS BY NAILING BRACES INTO EACH CORNER POST OR UTILIZE RIGID PANELS TO SUPPORT FABRIC. BRACE THE POSTS BY NAILING BRACES INTO EACH CORNER POST OR UTILIZE RIGID PANELS TO SUPPORT FABRIC. MAINTENANCE INSPECT DAILY.  INSPECT GEOTEXTILE FABRIC AND MAKE NEEDED REPAIRS IMMEDIATELY.  REMOVE SEDIMENT FROM POOL AREA TO PROVIDE STORAGE FOR THE NEXT STORM EVENT. AVOID DAMAGING OR UNDERCUTTING FABRIC DURING SEDIMENT REMOVAL.  WHEN CONTRIBUTING DRAINAGE AREA HAS BEEN STABILIZED, REMOVE SEDIMENT, PROPERLY DISPOSE OF ALL CONSTRUCTION MATERIAL, GRADE AREA TO THE ELEVATION OF THE STORM DRAIN INLET TOP, THEN STABILIZE IMMEDIATELY.

AutoCAD SHX Text
6"x6"" 10/10 GAUGE WIRE NON WOVEN GEOTEXTILE FILTER FABRIC

AutoCAD SHX Text
YARD CASTING

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
3' DIAMETER 3' HIGH

AutoCAD SHX Text
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TUCK FILTER FABRIC UNDER CASTING
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2" X 2" HARDWOOD POST  OR STEEL TEE POST
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STORM GRATE
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2" X 2" HARDWOOD POST OR STEEL TEE POST
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2 LAYERS OF 6"x6"x10/10 GAGE WIRE
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FLOW
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COMPACTED FILL
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NON-WOVEN HEAVY DUTY GEOTEXTILE FABRIC ON DOWN SLOPE AND BOTTOM OF TRENCH
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GEOTEXTILE FABRIC YARD INLET DROP PROTECTION
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NOT TO SCALE
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EXCAVATE A 4" X 8" DEEP TRENCH
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FLOW
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AutoCAD SHX Text
INSTALLATION 1. LAY OUT THE LOCATION OF THE FENCE SO THAT IT IS PARALLEL TO THE CONTOUR OF THE SLOPE AND AT LAY OUT THE LOCATION OF THE FENCE SO THAT IT IS PARALLEL TO THE CONTOUR OF THE SLOPE AND AT LEAST 10 FEET BEYOND THE TOE OF THE SLOPE TO PROVIDE A SEDIMENT STORAGE AREA. TURN THE ENDS OF THE FENCE UP SLOPE SUCH THAT THE POINT OF CONTACT BETWEEN THE GROUND AND THE BOTTOM OF THE FENCE END TERMINATES AT A HIGHER ELEVATION THAN THE TOP OF THE FENCE AT ITS LOWEST POINT. 2. EXCAVATE AN EIGHT-INCH DEEP BY FOUR-INCH WIDE TRENCH ALONG THE ENTIRE LENGTH OF THE FENCE LINE. EXCAVATE AN EIGHT-INCH DEEP BY FOUR-INCH WIDE TRENCH ALONG THE ENTIRE LENGTH OF THE FENCE LINE. INSTALLATION BY PLOWING IS ALSO ACCEPTABLE.  3. INSTALL THE SILT FENCE WITH THE FILTER FABRIC LOCATED ON THE UP-SLOPE SIDE OF THE EXCAVATED INSTALL THE SILT FENCE WITH THE FILTER FABRIC LOCATED ON THE UP-SLOPE SIDE OF THE EXCAVATED TRENCH AND THE SUPPORT POSTS ON THE DOWN-SLOPE SIDE OF THE TRENCH.  4. DRIVE THE SUPPORT POSTS AT LEAST 18 INCHES INTO THE GROUND, TIGHTLY STRETCHING THE FABRIC DRIVE THE SUPPORT POSTS AT LEAST 18 INCHES INTO THE GROUND, TIGHTLY STRETCHING THE FABRIC BETWEEN THE POSTS AS EACH IS DRIVEN INTO THE SOIL. A MINIMUM OF 12 INCHES OF THE FILTER FABRIC SHOULD EXTEND INTO THE TRENCH.  5. LAY THE LOWER FOUR INCHES OF FILTER FABRIC ON THE BOTTOM OF THE TRENCH AND EXTEND IT TOWARD LAY THE LOWER FOUR INCHES OF FILTER FABRIC ON THE BOTTOM OF THE TRENCH AND EXTEND IT TOWARD THE UP-SLOPE SIDE OF THE TRENCH.  6. BACKFILL THE TRENCH WITH SOIL MATERIAL AND COMPACT IT IN PLACE. BACKFILL THE TRENCH WITH SOIL MATERIAL AND COMPACT IT IN PLACE. NOTE: IF THE SILT FENCE IS BEING CONSTRUCTED ON-SITE, ATTACH THE FILTER FABRIC TO THE SUPPORT POSTS AND ATTACH WOODEN LATHE TO SECURE THE FABRIC TO THE POSTS. ALLOW FOR AT LEAST 12 INCHES OF FABRIC BELOW GROUND LEVEL. COMPLETE THE SILT FENCE INSTALLATION, FOLLOWING STEPS 1 THROUGH 6 ABOVE. MAINTENANCE INSPECT WITHIN 24 HOURS OF A RAIN EVENT AND AT LEAST ONCE EVERY SEVEN CALENDAR DAYS.  IF FENCE FABRIC TEARS, STARTS TO DECOMPOSE, OR IN ANY WAY BECOMES INEFFECTIVE, REPLACE THE AFFECTED PORTION IMMEDIATELY. NOTE; ALL REPAIRS SHOULD MEET SPECIFICATIONS AS OUTLINED WITHIN THIS MEASURE.  REMOVE DEPOSITED SEDIMENT WHEN IT IS CAUSING THE FILTER FABRIC TO BULGE OR WHEN IT REACHES ONE-HALF THE HEIGHT OF THE FENCE AT ITS LOWEST POINT. WHEN CONTRIBUTING DRAINAGE AREA HAS BEEN STABILIZED, REMOVE THE FENCE AND SEDIMENT DEPOSITS, GRADE THE SITE TO BLEND WITH THE SURROUNDING AREA, AND STABILIZE.
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SILT FENCE BARRIER INSTALLATION
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NOT TO SCALE
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CURB OPENING

AutoCAD SHX Text
INSTALLATION 1. REMOVE THE GRATE FROM THE CATCH BASIN. REMOVE THE GRATE FROM THE CATCH BASIN. 2. IF USING OPTION OIL ABSORBENTS, PLACE ABSORBENT PILLOW IN UNIT. IF USING OPTION OIL ABSORBENTS, PLACE ABSORBENT PILLOW IN UNIT. 3. STAND THE GRATE ON END, MOVE THE TOP LIFTING STRAPS OUT OF THE STAND THE GRATE ON END, MOVE THE TOP LIFTING STRAPS OUT OF THE WAY AND PLACE THE GRATE INTO THE DANDY SACK SO THAT THE GRATE IS BELOW THE TOP STRAPS AND ABOVE THE LOWER STRAPS. 4. HOLDING THE LIFTING DEVICES, INSERT THE GRATE INTO THE INLET. HOLDING THE LIFTING DEVICES, INSERT THE GRATE INTO THE INLET. 5. MAKE SURE THE CYLINDRICAL PORTION IS UP AGAINST THE CURB MAKE SURE THE CYLINDRICAL PORTION IS UP AGAINST THE CURB OPENING TO PREVENT SILT AND DEBRIS FROM ENTERING THE INLET. MAINTENANCE INSPECT DAILY. REMOVE ALL ACCUMULATED SEDIMENT AFTER EACH STORM EVENT. DISPOSE OF SEDIMENT IN AN AREA WHERE IT WILL NOT REENTER THE PAVED AREA OR STORM DRAINS. TO EMPTY UNIT, LIFT THE UNIT OUT OF THE INLET BY USING THE LIFTING STRAPS AND REMOVE THE GRATE. IF USING OPTIONAL OIL ABSORBENTS, REPLACE ABSORBENT WHEN NEAR SATURATION. CONTACT: 708-867-8446 WHEN CONTRIBUTING DRAINAGE AREA HAD BEEN STABILIZED, REMOVE INLET PROTECTION.
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NOTE: THE DANDY CURB SACK WILL BE MANUFACTURED IN THE U.S.A. FROM A WOVEN MONOFILAMENT FABRIC.
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MAINTENANCE INSPECT AT LEAST ONCE EVERY SEVEN CALENDAR DAYS. REPAIR PERIMETER BARRIERS IF DAMAGED. INSPECT FOR DAMAGE FROM CONSTRUCTION EQUIPMENT, ETC. REPAIR WOUNDS SIMPLY BY REMOVING DAMAGED BARK AND WOOD TISSUE. DO NOT USE TREE PAINT. CABLE AND BRACE ANY TRUNK SPLITS, WEAK FORKS, AND LARGE LIMBS.
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1. OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION (OSHA) STANDARDS FOR EXCAVATIONS; FINAL RULE OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION (OSHA) STANDARDS FOR EXCAVATIONS; FINAL RULE 29 CFR PART 1926, SUBPART "P" APPLIES TO ALL EXCAVATIONS EXCEEDING FIVE (5) FEET IN DEPTH. 2. IN ADDITION, EXCAVATIONS EXCEEDING TWENTY (20) FEET IN DEPTH REQUIRE THE DESIGN OF A TRENCH IN ADDITION, EXCAVATIONS EXCEEDING TWENTY (20) FEET IN DEPTH REQUIRE THE DESIGN OF A TRENCH SAFETY SYSTEM BY A REGISTERED PROFESSIONAL ENGINEER. 3. ALL STRUCTURES SHALL HAVE CASTINGS, JOINTS, LIFT RINGS, STEPS AND PIPE CONNECTIONS WELL ALL STRUCTURES SHALL HAVE CASTINGS, JOINTS, LIFT RINGS, STEPS AND PIPE CONNECTIONS WELL GROUTED, TROWELED SMOOTH AND BRUSH FINISHED. 4. ALL STRUCTURES (IE: MANHOLES, INLETS) SHALL HAVE POURED FLOW LINES AND BENCH WALLS. THE ALL STRUCTURES (IE: MANHOLES, INLETS) SHALL HAVE POURED FLOW LINES AND BENCH WALLS. THE FLOW LINES AND BENCH WALLS SHALL BE TROWELED SMOOTH AND BRUSH FINISHED. 5. FIELD ADJUSTMENTS OF TOP OF CURB (TC) OF STRUCTURES MAY BE REQUIRED TO MEET FIELD FIELD ADJUSTMENTS OF TOP OF CURB (TC) OF STRUCTURES MAY BE REQUIRED TO MEET FIELD CONDITIONS. ADJUSTMENTS EXCEEDING FIVE TENTHS (0.5) OF A FOOT MUST BE APPROVED BY THE ENGINEER TO DETERMINE THE INTEGRITY OF THE STRUCTURE, AT NO COST TO THE OWNER. 6. STORM STRUCTURES WITH INLET CASTINGS SHALL BE SET TO MAINTAIN A POSITIVE DRAINAGE FLOW INTO STORM STRUCTURES WITH INLET CASTINGS SHALL BE SET TO MAINTAIN A POSITIVE DRAINAGE FLOW INTO THE STRUCTURE. 7. STORM PIPE INVERTS AT OUTLET STRUCTURES (IE: END SECTIONS), AND PIPE LENGTHS MAY REQUIRE STORM PIPE INVERTS AT OUTLET STRUCTURES (IE: END SECTIONS), AND PIPE LENGTHS MAY REQUIRE FIELD ADJUSTMENTS TO MEET ACTUAL FIELD CONDITIONS. 8. FULL DEPTH GRANULAR BACKFILL SHALL BE REQUIRED UNDER AND WITHIN (5) FEET OF ALL PAVED FULL DEPTH GRANULAR BACKFILL SHALL BE REQUIRED UNDER AND WITHIN (5) FEET OF ALL PAVED AREAS, INCLUDING CURBS, EDGE OF PAVEMENT, AND SIDEWALKS. 9. PIPE LENGTHS ARE MEASURED FROM CENTER OF STRUCTURE TO CENTER OF STRUCTURE AND INCLUDE PIPE LENGTHS ARE MEASURED FROM CENTER OF STRUCTURE TO CENTER OF STRUCTURE AND INCLUDE END SECTIONS. 10. RIM ELEVATIONS (RE) SHALL INDICATE THE ELEVATION THAT WATER WOULD ENTER A STRUCTURE. RIM ELEVATIONS (RE) SHALL INDICATE THE ELEVATION THAT WATER WOULD ENTER A STRUCTURE. 11. INVERT ELEVATION OF SUB-SURFACE DRAIN (SSD) AT STRUCTURE TO BE THREE (3) FEET BELOW RIM INVERT ELEVATION OF SUB-SURFACE DRAIN (SSD) AT STRUCTURE TO BE THREE (3) FEET BELOW RIM ELEVATION. 12. ANY DISCREPANCIES OR CONFLICTS WHICH BECOME APPARENT BEFORE OR DURING CONSTRUCTION SHALL ANY DISCREPANCIES OR CONFLICTS WHICH BECOME APPARENT BEFORE OR DURING CONSTRUCTION SHALL BE BROUGHT TO THE ATTENTION OF THE DESIGN ENGINEER PRIOR TO CONSTRUCTION SO THAT CLARIFICATION OR REDESIGN MAY OCCUR. 13. NO BLASTING SHALL BE PERFORMED ON THIS SITE. NO BLASTING SHALL BE PERFORMED ON THIS SITE. 14. NO SEISMIC VIBRATING OPERATIONS WILL OCCUR ON THIS SITE. NO SEISMIC VIBRATING OPERATIONS WILL OCCUR ON THIS SITE. 15. STRUCTURES DEEPER THAN 4' MUST BE ACCESSIBLE WITH STEPS. STRUCTURES DEEPER THAN 4' MUST BE ACCESSIBLE WITH STEPS. 16. DEBRIS GUARD TO BE INSTALLED ON ALL OPEN ENDED INLETS. DEBRIS GUARD TO BE INSTALLED ON ALL OPEN ENDED INLETS. 17. ALL STORM SEWER, INCLUDING SSD, SHALL BE CLEANED AND TELEVISED AFTER ALL UNDERGROUND ALL STORM SEWER, INCLUDING SSD, SHALL BE CLEANED AND TELEVISED AFTER ALL UNDERGROUND UTILITIES ARE INSTALLED. 18. ALL BEEHIVE CASTINGS ON A 2'X2' BOX SHALL HAVE A SQUARE RISER WITH A ROUND HOLE. ALL BEEHIVE CASTINGS ON A 2'X2' BOX SHALL HAVE A SQUARE RISER WITH A ROUND HOLE. 19. WHERE CONNECTIONS ARE MADE TO EXISTING MANHOLES OR INLET STRUCTURES, THOSE STRUCTURES WHERE CONNECTIONS ARE MADE TO EXISTING MANHOLES OR INLET STRUCTURES, THOSE STRUCTURES SHALL BE REHABILITATED OR REPLACED TO THOSE MINIMUM STANDARDS OUTLINED IN CHAPTERS 400 AND 500 OF THE CITY OF INDIANAPOLIS STORMWATER SPECIFICATIONS MANUAL, LATEST EDITION. THE REHABILITATION SHALL INCLUDE THE INSTALLATION OF BENCH WALLS, AS WELL AS PRESCRIBED MEASURES TO ELIMINATE THE POTENTIAL FOR MIGRATION OF BACKFILL MATERIALS INTO THE STORMWATER SYSTEMS.
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FOUNDATION PLAN NOTES:
1.   ELEVATIONS ±, ARE FROM NOMINAL FIRST FLOOR ELEV +0'-0", SEE CIVIL DRAWINGS.
2.   SEE S401 FOR GENERAL NOTES AND S402 FOR SCHEDULES.
3.   SEE ARCHITECTURAL DRAWINGS FOR ALL DIMENSIONS NOT SHOWN. CONTRACTOR 
      SHALL VERIFY ALL DIMENSIONS PRIOR TO CONSTRUCTION AND NOTIFY 
      ARCHITECT/ENGINEER OF ANY DISCREPANCIES IMMEDIATELY.
4.   TOP OF SLAB (T/SLAB)  +100'-0", UNO.
5.   TOP OF FOOTING (T/F) +98''-6", UNO.
6.   TOP OF PIERS (T/P) +100''-0", UNO.
7.   TOP OF WALL FOOTING (T/WF) +(100'-0")
8.   ALTERNATE FOR BIDDING INCLUDES BRICK VENEER COLUMN WRAPS AT SHELTER STRUCTURE, SEE  05/S403.
9.   ALL STRUCTURAL STEEL AND PERGOLA STEEL PROVIDED BY OTHERS, (TYP).
10. ALL EXTERIOR EXPOSED STEEL IS REQUIRED TO BE GALVANIZED FOR CORROSION PROTECTION.
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SCALE:  1/8" = 1'-0"
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FOUNDATION PLAN NOTES:
1.   ELEVATIONS ±, ARE FROM NOMINAL FIRST FLOOR ELEV +0'-0", SEE CIVIL DRAWINGS.
2.   SEE S401 FOR GENERAL NOTES AND S402 FOR SCHEDULES.
3.   SEE ARCHITECTURAL DRAWINGS FOR ALL DIMENSIONS NOT SHOWN. CONTRACTOR 
      SHALL VERIFY ALL DIMENSIONS PRIOR TO CONSTRUCTION AND NOTIFY 
      ARCHITECT/ENGINEER OF ANY DISCREPANCIES IMMEDIATELY.
4.   TOP OF FOOTING (T/F) +97'-10", UNO.
5.   TOP OF PIERS (T/P) +99'-4", UNO.
6.   ALTERNATE FOR BIDDING INCLUDES BRICK VENEER COLUMN WRAPS AT SHELTER STRUCTURE, SEE  05/S403.
7.   ALL STRUCTURAL STEEL AND PERGOLA STEEL PROVIDED BY OTHERS, (TYP).
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DESIGN TABLE
Model Building Code: 2012 International Building Code
Local Building Code: Indiana Building Code 2014
Model Code Standard: ASCE 7-10
Steel Standard: AISC 360-10
Steel Seismic Standard: AISC 341-10
Concrete Standard: ACI 318-11
Masonry Standard: ACI 530-11
Wood Standard: AITC/APA/NDS Current Ed.
Risk Category: II Normal Risk

ROOF DESIGN LOADS Dead Live Snow
Main Shelter 10.0 psf 20.0 psf 20.0 psf
Pergola 10.0 psf 20.0 psf 20.0 psf

SOILS Spread Wall
Allowable Bearing Pressure, qa: 2000 psf 2000 psf
Minimum Foundation Bearing Depth: 36 in

SLAB ON GRADE
Compacted Fill Thickness: 6 in
Compaction Specification: 95% Modified Proctor D-1557

SNOW DESIGN CRITERIA
Ground Snow Load, Pg: 20 psf
Flat Roof Snow Load, Pf: 15 psf
Importance Factor, Is: 1.0
Exposure Factor, Ce: 0.9 Fully
Thermal Factor, Ct: 1.2 Unheated
Cold Slope Factor, Cs: 1.0

WIND DESIGN CRITERIA
Ultimate Wind Speed, Vult: 115 mph
Design Wind Speed, VASD: 90 mph
Enclosure Class: Enclosed
Internal Pressure Coefficient, GCpi: 0.18

SEISMIC DESIGN CRITERIA
Importance Factor, Ie: 1.00
Mapped Spectral Response, SS: 0.150
Mapped Spectral Response, S1: 0.082
Site Class: D
Design Spectral Response, SDS: 0.160
Design Spectral Response, SD1: 0.131
Seismic Design Category, SDC: B
Overstrength Factor, Ω: 3.0
Seismic Response Coefficient, CS: 0.053
Response Modification Coeff., R: 3
Unfactored Design Base Shear, V: 5.3% W  
Analysis Procedure: ELFA
Basic Seismic-Force-Resisting System: A. Steel Systems not Specifically Detailed for Seismic Resistance

1. Steel Systems, R=3

G8. Reactions and forces indicated are unfactored, Allowable Strength Design (ASD) loads.
G9. If Drawings and specifications are in conflict, the most stringent restrictions and requirements shall govern. Contractor shall bring all 

discrepancies to the attention of the engineer immediately.
G10. Verify all existing conditions prior to any construction or fabrication. If different than shown, notify engineer/architect immediately for 

modification of drawings.
G11. All contractors are required to coordinate their work with all disciplines to avoid conflicts. The architectural, mechanical, electrical and 

plumbing aspects are not in the scope of these drawings. Therefore, all required materials and work may not be indicated. It is the 
contractor's responsibility to coordinate these drawings with all other construction documents. Refer to architectural drawings for all 
dimensions not shown on these drawings. Locations, sizes and numbers of all openings may not be completely indicated in the 
structural drawings. The respective contractor shall verify their work with all other disciplines.

G12. The contract documents represent the structure only. They do not indicate the method of construction. The contractor shall provide all 
measures necessary to protect the structure during construction. Such measures shall include, but not limited to, bracing, shoring, 
underpinning, etc. the Engineer of Record is not responsible for the contractor's means, methods, techniques, sequences or safety 
procedures during construction.

G13. Notes and details shall take precedence over general structural notes. Where no details or sections are shown, construction shall 
conform to similar work on the project. Typical sections and details may not be cut on the plans, but apply unless noted otherwise.

G14. Provisions for future expansion:
Vertical: None
Horizontal: None

GENERAL NOTES

SF1. Soil to be stripped, compacted and tested in accordance with the recommendations of the soils engineer and 
project specifications.

SF2. Footings shall be placed on firm, undisturbed soil or on engineered fill.  Engineered Fill: Naturally or artificially 
graded mixture of natural or crushed gravel, crushed stone, and natural or crushed sand; ASTM D 2940; with 
at least 90 percent passing a 1-1/2-inch sieve and not more than 12 percent passing a No. 200 sieve.

SF3. Slabs shall be placed on compacted, free-draining, frost-free drainage course.  Drainage Course: Narrowly 
graded mixture of washed crushed stone, or crushed or uncrushed gravel; ASTM D 448; coarse-aggregate 
grading Size 57; with 100 percent passing a 1-1/2-inch sieve and 0 to 5 percent passing a No. 8 sieve.  All fill 
shall be compacted to a minimum dry density of 95% of the modified Proctor maximum dry density (ASTM-
D1557), placed in 6" to 8" lifts. Pea gravel may not be used as fill. Utility trenches and excavations under the 
foundations or slabs shall meet the same requirements. See soils investigation report for further 
recommendations.

SF4. Undercutting of the soil for foundation and/or slab placement may be required. These drawings do not indicate 
the entire scope of undercutting, fill or bad soil removal that may be required to attain the design soil bearing 
pressures. It is the responsibility of the contractor to obtain a soils investigation report, before bidding, to 
assess the extent of excavation and compaction that may be required to meet the design criteria. The 
contractor shall retain the services of a soils engineer to monitor all backfilling operations and to inspect 
footing bearing material. A report certified by the soils engineer shall be furnished to the architect/engineer 
verifying that all foundations were placed on a material capable of sustaining the design bearing pressures.

SF5. If dewatering is required, sumps shall not be placed within the foundation excavation.
SF6. Maintain a maximum slope between adjacent footing bearing elevations of 2 horizontal to 1 vertical. Maintain a 

2 horizontal to 1 vertical slope next to existing foundations to avoid undermining foundations.
SF7. No horizontal joints are permitted in any foundation. Vertical joints are permitted only in wall footings.
SF8. Shallow foundations may be earth-formed where the excavation permits. If earth-forming is used, add 2" to the 

width and length of all foundations.
SF9. The bottom of all foundations shall be a minimum of local frost depth below final grade.

020000 SHALLOW FOUNDATION AND SLAB ON GRADE NOTES

RC1. All concrete shall have the following 28 day compressive strengths:

STRENGTH LOCATION
3000 psi-0% AE All foundations and footings
4000 psi-6% AE Exterior slabs, piers, walls, columns, grade beams and concrete exposed to freezing
4000 psi-0% AE Interior slabs, fill for metal deck and all other interior concrete

RC2. All reinforcing shall conform to the following concrete cover:

COVER LOCATION
3" Foundations & Footings: All surfaces; Exterior Slabs: Bottom; Grade Beams & Trench 

Footings: All surfaces; All concrete cast against soil
2" Exterior Walls, All Piers & All Pilasters: All surfaces; Exterior Slabs: Top; All exterior concrete
1 1/2" Interior beams, columns & walls: All surfaces; All concrete not exposed to weather or in 

contact with ground
3/4" Interior slabs & Walls

RC3. Welded Wire Fabric (WWF) for slabs and fill for metal deck shall be placed in the upper-third of the slab or fill. See 
details.

RC4. All reinforcing steel shall be detailed, supplied and placed in accordance with ACI 315,  ACI 318 and CRSI MSP-1.
RC5. All reinforcing steel shall be shop fabricated and, where applicable, shall be wired together and conform to ASTM 

A-615, Grade 60.
RC6. Chamfer edges of exposed concrete 3/4", unless noted otherwise.
RC7. Contractor shall make four, 6"x12" test cylinders for each 50 cubic yards of concrete poured for each days 

operation. Break 1 at 7 days, 2 at 28 days and retain spare.
RC8. All welded wire fabric shall conform to ASTM A185, Fy(min) of 65 ksi. All welded wire fabric laps shall be 8".
RC9. All finished concrete, concrete formwork and falsework shall be in accordance with ACI 301. Contractor is solely 

responsible for the design and construction of all formwork, falsework and shoring.
RC10. Provide sleeves for all openings in grade beams or walls to totally separate pipe from concrete.
RC11. Foundations may be earth-formed where the excavation permits. If earth-forming is used, add 2" to the width, 

length & thickness of all foundations.
RC12. Plastic Vapor Retarder: ASTM E 1745, Class A, not less than 10 mils (0.25 mm) thick, see specifications.  Include 

manufacturer's recommended adhesive or pressure-sensitive joint tape.
RC13. Fiber Reinforcement, if indicated on drawings, shall be 100% virgin polypropylene in collated, fibrillated form, 

complying with ASTM C 1116, minimum length of 3/4". Minimum dosage = 1.5 pounds per cubic yard.
RC14. Adhesive Anchors and Adhesives Used for Reinforcing Anchorage:

1. The adhesive anchor system used for post-installed anchorage to concrete shall conform to the 
requirements of the most recently published ACI 355.4.

2. Adhesive anchors indicated are the Basis-of-Design. Approved equal meeting ACI 355.4 is permitted.
3. Bulk-mixed adhesives are not permitted.
4. Anchors shall be supplied as an entire system with manufacturer's recommendations adhered to.
5. Adhesive anchors shall be installed by qualified personnel trained to install adhesive anchors.
6. Installation of adhesive anchors horizontally or upwardly inclined shall be performed by personnel 

certified by the ACI/CRSI Adhesive Anchor Installer Certification program.
7. Adhesive anchors installed in horizontal or upwardly inclined orientations shall be continuously inspected 

during installation by an inspector specially approved for that purpose.
RC15. Bonding agent for bonding fresh concrete to hardened concrete: ASTM C 1059/C 1059M, Type II, 

nonredispersible, acrylic emulsion or styrene butadiene.

033000 CAST IN PLACE CONCRETE NOTES (Foundations, Slabs, & Walls)

M1. Minimum 28 day compressive strength of concrete masonry units shall be 2800 p.s.i. based on net area 
of the unit. Specified design compressive strength of masonry shall be f'm = 2000 p.s.i. All units for 
exterior walls, load-bearing walls and shear walls shall be normal weight block.

M2. All mortar shall be Type S. No admixtures may used unless approved by architect/engineer. Mortar shall 
not be used for grouting cores or filling bond beams.

M3. All block shall be laid in a running bond pattern.
M4. Course grout shall be used were grouting is required. Slump shall be 8" +/- 1". Minimum grout 

compressive strength shall be 3000 p.s.i.
M5. All reinforcing shall be ASTM A615 Grade 60 (Fy=60 ksi). Lap all reinforcing a minimum of 48 bar 

diameters.
M6. Center vertical reinforcing in block cores, unless noted otherwise.
M7. See architectural and specifications for all control joint locations. Reinforcing in bond beams shall be 

discontinuous at control joints.
M8. Provide ladder type horizontal joint reinforcement at 16" o.c. Side rods and cross rods shall be #9 wire, 

galvanized, see specifications. Cut joint reinforcement at control joints.
M9. Provide "L" bars at all bond beam corners as required.
M10. Fill cores of block solid with grout two full courses below the bearing of all beams or lintels supported on 

masonry.
M11. All attachments to block shall be made with Hilti HLC 1/2" diameter x 3" sleeve anchors, unless noted 

otherwise. Anchors shall be installed per manufacturer's recommendations.
M12. See typical schedules for masonry and steel lintels not indicated on plans.
M13. All masonry units below grade to be grouted solid.
M14. Provide ties to all structural steel.
M15. All interior, non-load bearing masonry walls over 12'-0" high, shall be supported on thickened slab as per 

typical detail. Wall vertical reinforcing shall be #5 @ 48" OC full height. Unless noted otherwise.
M16. All cores with reinforcing steel shall be grouted solid, full height of wall.

042000 MASONRY AND REINFORCED MASONRY NOTES

O/O OUT TO OUT
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OF OUTSIDE FACE
OH OVER HEAD
OPNG OPENING
OPP OPPOSITE
OPP HD OPPOSITE HAND
OSB ORIENTED STRAND BOARD
OSL OUTSTANDING LEG
OVS OVERSIZE HOLE
PAF POWDER ACTUATED FASTENER
PC PRECAST
PL PLATE
PLF POUNDS PER LINEAR FOOT
PLYWD PLYWOOD
PNL PANEL
PROJ PROJECTION
PSF POUNDS PER  SQUARE FOOT
PSI POUNDS PER  SQUARE INCH
PSL PARALLEL STRAND LUMBER
PT PRESSURE TREATED
PTN PARTITION
R RADIUS
RD ROOF DRAIN
REF REFERENCE
REINF REINFORCE(D) (ING) (MENT)
REQ'D REQUIRED
REV REVISION/REVISED
RO ROUGH OPENING
RRD ROOF RELIEF DRAIN
RTN RETURN
RTU ROOF TOP UNIT
RW RETAINING WALL
SCHED SCHEDULE
SECT SECTION
SHT SHEET
SIM SIMILAR
SJ SAWCUT JOINT
SJI STEEL JOIST INSTITUTE
SL SLOPED
SPA SPACE(S)
SPECS SPECIFICATIONS
SQ SQUARE
SS STAINLESS STEEL
SSL SHORT SLOTTED HOLES
STD STANDARD
STIFF STIFFENERS
STL STEEL
STRUCT STRUCTURAL
SYMM SYMMETRICAL
T&B TOP AND BOTTOM
T&G TONGUE AND GROOVE
TB TIE BEAM
TC TOP CHORD
TCX TOP CHORD EXTENSION
TEMP TEMPERATURE
TF TRENCH FOOTING
THK THICK
THKS THICKENED SLAB
THR'D THREADED
TL TOTAL LOAD
TOP'G TOPPING
TRANS TRANSVERSE
TYP TYPICAL
UNO UNLESS NOTED OTHERWISE
VERT    VERTICAL
VIF VERIFY IN FIELD
w/ WITH
WD WOOD
WO WINDOW OPENING (MASONRY)
WP WORKING POINT
WT WEIGHT
WWF WELDED WIRE FABRIC

ELEVATION TOP AND BOTTOM OF LIST

T/ "ELEVATION, TOP OF"
B/ "ELEVATION, BOTTOM OF"
T/BB TOP OF BOND BEAM
T/BM TOP OF BEAM
T/CONC TOP OF CONCRETE
T/F TOP OF FOOTING
T/LDG TOP OF LEDGE
T/MAS TOP OF MASONRY
T/P TOP OF PIER
T/SLAB TOP OF SLAB
T/STL TOP OF STEEL
T/W TOP OF WALL
T/GB TOP OF GRADE BEAM
T/CAIS TOP OF CAISSON
B/PL BOTTOM OF PLATE
B/F BOTTOM OF FOOTING

SPECIAL CHARACTERS

° DEGREE
± PLUS OR MINUS

ELEVATION
Ø DIAMETER

AR ANCHOR RODS
ABV ABOVE
ACI AMERICAN CONCRETE INSTITUTE
ADD'L ADDITIONAL
ADH ADHESIVE
ADJ ADJACENT
AESS ARCHITECTURALLY EXPOSED 

STRUCTURAL STEEL
AFF ABOVE FINISHED FLOOR
AGGR AGGREGATE
AHU AIR HANDLING UNIT
AISC AMERICAN INSTITUTE OF 

STEEL CONSTRUCTION
AISI AMERICAN IRON AND 

STEEL INSTITUTE
ALUM ALUMINUM
ALT ALTERNATE
APPROX APPROXIMATE
ARCH ARCHITECT
ARCH'L ARCHITECTURAL
ASTM AMERICAN SOCIETY OF 

TESTING MATERIALS
AWS AMERICAN WELDING SOCIETY
L ANGLE
BAL BALANCE
BB BOND BEAM
B/B BACK TO BACK
BC BOTTOM CHORD
BD BOARD
BLDG BUILDING
BLK BLOCK
BLW BELOW
BM BEAM
BOTT BOTTOM
BP BEARING PLATE
BRDG BRIDGING
BRG BEARING
BRK BRICK
BS BOTH SIDES
BSMT BASEMENT
BTWN BETWEEN
BUC BUILT UP COLUMN
c CAMBER
C/C CENTER TO CENTER
CANT CANTILEVER
CAIS CAISSON
CFS COLD FORMED STEEL
CJ CONTROL AND/OR

CONSTRUCTION JOINT
CL CENTERLINE
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COL COLUMN
COORD COORDINATE
COMP COMPACTED
CONC CONCRETE
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
CTR CENTER
CTR'D CENTERED
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DL DEAD LOAD
DLT DEEP LEG TRACK
DO DITTO
DN DOWN
DTL DETAIL
DWG DRAWING
DWL DOWEL
EA EACH
EE EACH END
EF EACH FACE
EJ EXPANSION JOINT
ENG ENGINEER
ELEV ELEVATION
ELECT ELECTRICAL
EOD EDGE OF DECK
EOS EDGE OF SLAB
EQ EQUAL
EQUIV EQUIVALENT
ES EACH SIDE 
EW EACH WAY
EXIST EXISTING
EXP EXPANSION
EXT EXTERIOR
F/ FACE OF
FD FLOOR DRAIN
FDN FOUNDATION
FIN FINISH
FLR FLOOR
FLG FLANGE
FS FARSIDE
FTG FOOTING
GA GAUGE
GALV GALVANIZED
GB GRADE BEAM
GC GENERAL CONTRACTOR
GL GLULAM
GR GRADE
HC HOLLOW CORE
HD HOLD DOWN
HGT HEIGHT
HI HIGH
HK HOOK
HORIZ HORIZONTAL
HP HIGH POINT
HS HEADED STUD
HSS HOLLOW STRUCTURAL SECTION
ID INSIDE DIAMETER
IF INSIDE FACE
INFO INFORMATION
INT INTERIOR
INV INVERT
JST JOIST
JT JOINT
K KIP
KO KNOCK OUT
LB POUND
LDG LEDGE
LG LONG
LL LIVE LOAD
LLH LONG LEG HORIZONTAL
LLV LONG LEG VERTICAL
LNTL LINTEL
LSL LONG SLOTTED HOLES
LONG LONGITUDINAL
LP LOW POINT
LVL LAMINATED VENEER LUMBER
MAS MASONRY
MAT'L MATERIAL
MAX MAXIMUM
MBM METAL BUILDING MFR
MCJ MASONRY CONTROL JT
MECH MECHANICAL
MEZZ MEZZANINE
MFR MANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MOM MOMENT
MSW MASONRY SHEAR WALL
MSL MEAN SEA LEVEL
MTL METAL
NO NUMBER
NS NEAR SIDE
NTS NOT TO SCALE
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COLUMN FOOTING SCHEDULE (v2 simple)

Mark

Ftg Dimensions Bottom Reinforcing

RemarksWidth
Lengt

h Thickness

Short Direction Long Direction

No Size Length No Size Length
F459 4' - 6" 9' - 0" 1' - 6" 4 #6 4' - 0" 8 #6 8' - 6"

PIER SCHEDULE (v3)

Mark

Pier Size Vert Reinf Ties

RemarksWidth Length No Size Size Spa Tie Type
P24 2' - 0" 2' - 0" 8 #8 #3 1' - 0"

SLAB ON GRADE SCHEDULE (v2)

Mark Thickness Reinforcing
Control Jt

Depth
 Reinf

Clearance
Control Jt

Spa
Vapor

Retarder
Sub-Base

Depth Remarks
SOG04P 4" 6x6-W1.4xW1.4 WWF 1" 1 1/2" 13' - 0" Plastic 6"

Column Footing Schedule Notes:
1.   Reinforcing clearance at bottom and sides of footings = 3"
2.   Use concrete brick of CRSI Class 3, CHCP wire bar supports @ 36".

Masonry Wall Schedule Notes"
1. Provide 2" cover from outside face for bars in each face.
2. Grout all cores with rebar solid, unless solid grouted wall is shown.
3. Provide ladder type horizontal reinforcement at 16" o.c., unless noted 
    otherwise. Side and cross rods shall be #9 wire, galvanized, see 
    specifications. Cut joint reinforcement at control joints.
4. Provide bond beam with (2) #5 cont. at top of wall, unless noted otherwise.
    See schedule for additional bond beams.

Pier Schedule Notes:
1. Provide 2 inch concrete cover over ties.
2. Space first tie 2" from top of footing, last tie 2" from top of pier.
3. Provide (3) ties in top of pier, spacing = 2 1/2" on center.
4. Provide CRSI typical bar bend T5 for all ties.
5. Provide CRSI typical bar bend T9 additional ties for all piers
    with more than four vertical bars.
6. Provide 90° Hook for all ties per CRSI detailing standards. .

Slab on Grade Schedule Notes:
1.   Reinforcing clearance is from the top of slab.

MASONRY WALL SCHEDULE (v3)

Mark Thickness

Vertical Wall Reinforcing Horiz Reinf
Top of Wall Bond
Beam Reinforcing

Remarks

Reinforcing Dowel Reinforcing

Size Spa No. of SizeSize Spa Location Size Spa
MW8 7 5/8" #5 4' - 0" Center #5 4' - 0" Ladder 1' - 4" 2 #5

MW10 9 5/8" #5 4' - 0" Center #5 4' - 0" Ladder 1' - 4" 2 #5

WALL FOOTING SCHEDULE (v2 simple)

Mark

Dimensions Bottom Reinf

RemarksWidth Thickness

Longitudinal Reinf Transverse Reinf

No Size Size Spa
WF28 2' - 4" 1' - 6" 5 #5 NA 0"

WF56 4' - 8" 1' - 6" 10 #5 NA 0"

Wall Footing Schedule Notes:
1.   Reinforcing clearance at bottom and sides of footings = 3"
2.   Use concrete brick of CRSI Class 3, CHCP wire bar supports @ 36".
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T/CONC

-0'-2"

T/CONC

-0'-2"

T/CONC

-0'-0"

T/CONC

-0'-10"

T/CONC

-0'-0"

S
LO

P
E

EXTERIOR SLAB
SEE CIVIL

THICKENED SLAB

CONSTRUCTION OR
CONTROL JT

EXTERIOR SLAB
SEE CIVIL

GFK

J

A

J

C

ARCH

SEE

A
R

C
H

S
E

E

CMU/CONC WALL

CMU WALL

CONC RAMP

SLAB DEPRESSION

OPENING IN 
SLAB SEE 
DETAIL H

LOWER SLAB

COLUMN ISOLATION
SEE DETAIL D

COLUMN  ISOLATION
SEE DETAIL E

SLAB ON GRADE

B

TYPICAL SLAB ON GRADE KEY PLAN
SCALE: NTS
NOTE: KEY PLAN ILLUSTRATES CONSTRUCTION CONCEPTS ONLY. SEE PLAN FOR ACTUAL DIMENSIONS AND ARRANGEMENTS. 

SOG01

SLAB MARK
SEE SCHEDULE

IN
CREASE A

S R
EQ'D

 F
OR L

ARGER C
OL

2' 
- 0

" M
IN

INCREASE AS REQ'D FOR LARGER COL

2' - 0" M
IN

POUR SLAB, LEAVING OUT 
AREA AROUND COLUMN. 
INFILL WITH CONCRETE 
AFTER SLAB HAS CURED

1/2" EXP JT MAT'L

COLUMN

SLAB CONTROL JT, 
TYP AT ALL 
COLUMN LINES

VAPOR RETARDER

CONC SLAB

COMPACTED SUB GRADE

COMPACTED GRANULAR FILL

T/SLAB

+(SEE PLAN)

FORMED KEY

VAPOR RETARDER

CONC SLAB

COMPACTED SUB GRADE

COMPACTED GRANULAR FILL

T/SLAB

+(SEE PLAN)

1/8" SAW N CONTROL JOINT, ALL 
JOINTS SHALL BE SAWN WITHIN 
12 HOURS OF SLAB POUR

4" 13'-0" 1"

5" 15'-0" 1 1/4"

6" 15'-0" 1 1/2"

7" 18'-0" 1 3/4"

8" 20'-0" 2"

9" 24'-0" 2 1/4"

10" 25'-0" 2 1/2"

1'-0" 25'-0" 3"

SLAB
THICKNESS

MAX
JT
SPACING

JOINT
DEPTH

NOTE:
CONTRACTOR TO PROVIDE CONTROL JOINT LAYOUT, BASED ON MAXIMUM JOINT SPACING, UNO.

POUR SLAB, LEAVING OUT 
AREA AROUND COLUMN. 
INFILL WITH CONCRETE 
AFTER SLAB HAS CURED

1/2" EXP JT MAT'L

COLUMN

SLAB CONTROL JT, 
TYP AT ALL 
COLUMN LINES

INCREASE AS REQ'D FOR LARGER COL

2' - 0" M
IN

CONC PIER (BELOW)
FOUNDATION WALL, SEE 
FOUNDATION PLAN FOR 
ACTUAL CONDITION

REINFORCING
SEE SCHEDULE

CONC SLAB

WALL CENTERED ON 
THICKENED SLAB

SEE SCHEDULE

WIDTH

8" MIN
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T/SLAB

+(SEE PLAN)

WWF TO CONT THRU
DEPRESSED SLAB AREA

SEE PLAN 
FOR LIMITS

COMPACTED 
DRAINAGE FILL PERIMETER 

INSULATION -
SEE ARCH

CONC SLAB

1/2" EXP JT MAT'L
@ THRESHOLD

INTERIOR SLAB EXTERIOR SLAB

SLOPE
1/4"

GRANULAR 
FILL

T/SLAB

+(SEE PLAN)

T/W

+(SEE PLAN)

x#5 @ 48" OC
1'-6"

1'
-6

"

PERIMETER 
INSULATION -
SEE ARCH

CONC SLAB

1/2" EXP JT MAT'L

INTERIOR SLAB EXTERIOR SLAB

SLOPE1/4"

GRANULAR 
FILL

T/SLAB

+(SEE PLAN)

T/W

+(SEE PLAN)

x#5 @ 48" OC
1'-6"

1'
-6

"

#5x3'-0" @ 12" OC
(3) PER DOOR MIN

T
H

A
N

 P
LA

N
 T

H
IC

K
N

E
S

S
D

E
P

R
E

S
S

IO
N

 G
R

E
A

T
E

R

S
E

E
P

 P
LA

N

S
E

E
 P

LA
N

T/SLAB

+(SEE PLAN)

x#3 @ 12" OC

9"

9"CONC SLAB

#3 CONT

COMPACTED
DRAINAGE FILL

CONC SLAB

2

1

T/SLAB

+(SEE PLAN)

8" MIN

T/SLAB

+(SEE PLAN)

T/SLAB

+(SEE PLAN)

1/2" EXP JT MAT'L

CONC SLAB

CMU/CONC WALL

8" TYP 1' - 0" TYP

T
H

IC
K

N
E

S
S

2x
 S

LA
B

1' - 0" TYP 8" TYP

T
H

IC
K

N
E

S
S

2x
 S

LA
B

T/STL

+(SEE PLAN)

T/STL

+(SEE PLAN)

CONC SLAB

KEY

METAL CONSTUCTION JOINT

COMPACTED DRAINAGE FILL

CONC SLAB

KEY

METAL CONSTUCTION JOINT

TYP SLAB CONSTRUCTION JT

TYP SLAB CONTROL JT

SCALE:

TYPICAL CONCRETE SLAB JOINTS
NTS A

SCALE:

TYPICAL THICKENED SLAB
NTS B

SCALE:

TYP CONCRETE RAMP DETAILS
NTS C

TOP OF RAMP

BOTTOM OF RAMP

SCALE:

TYP COLUMN ISOLATION JOINT
NTS D

SCALE:

TYP COLUMN ISOLATION JOINT
NTS E

SCALE:

TYP SECTION AT ENTRY
NTS F

SCALE:

TYP SECTION AT EXTERIOR SLAB
NTS G

SCALE:

TYP DEPRESSED SLAB SECTIONS
NTS J

SECTION

SECTION

SCALE:

TYP EXPANSION JT AT WALL
NTS K

ADDITIONAL
#4x1'-6" @ 
EACH CORNER

ADDITIONAL
(4) #4x1'-6" 

OPENING IN
SLAB

1 
1/

2"
 C

LR
 (

T
Y

P
)

LIMITS OF SLAB
REINFORCING

SCALE:

TYP SLAB ON GRADE OPENING
NTS H

NOTE:
COORD LOCATION OF
THRESHOLD w/ ARCH
DWGS

FOUNDATION

FOUNDATION

WRAP HSS w/
1/2" EXP JT MAT'L

COLUMN

#4x1'-6" CENTERED 
IN SLAB

WRAP HSS w/
1/2" EXP JT MAT'L

COLUMN

#4x1'-6" CENTERED 
IN SLAB

ALTERNATE  FOR HSS COL

ALTERNATE  FOR HSS COL

S
E

E
 S

C
H

E
D

U
LE

T
H

IC
K

N
E

S
S

1

1

T/STL

+(SEE PLAN)
POCHE REPRESENTS 
MASONRY WALL

P16

F4

P16

F4

T/P -0'-8"

T/F -2'-8" HSS6

M
W

8 
T

/W
 -

0'
-8

"

W
F

24
 T

/F
 -

2'
-8

"

CW8 T/W -0'-8"

WF24 T/F -2'-8"

COL MARK, SEE SCHEDULE 
FOR ACTUAL SIZE, 
BASEPLATE AND ANCHOR 
RODS

P16 = PIER MARK, SEE SCHEDULE
T/P = TOP OF PIER ELEV

F4 = COL FTG MARK, SEE SCHEDULE
T/F = TOP FTG ELEV

CONCRETE MASONRY UNIT WALL (MW)
SEE SCHED FOR SIZE AND REINF

T/W = TOP OF WALL ELEV

CONCRETE WALL (CW), SEE SCHED 
FOR WALL THICKNESS AND REINF

SPOT ELEV INDICATES 
TOP OF CONC

INDICATES PLAN DETAIL

COL GRID, COLUMNS CENTERED 
ON GRID INTERSECTION, UNO

T/F = TOP OF FTG ELEV

CONCRETE WALL FTG (WF), SEE 
SCHED FOR SIZE AND REINF

INDICATES SECTION CUT

POCHE 
REPRESENTS 
CONCRETE WALL

1

S401

2

S401

INDICATES EDGE 
OF WALL FTG

INDICATES EDGE OF WALL 
FTG UNDER FLOOR SLAB
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FOUNDATION PLAN LEGEND
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2" CLR

2" CLR

2"
 C

LR
2"

 C
LR

COLUMN 

ANCHOR RODS 
WITHIN TIES

CONC PIER

PIER VERT REINF 
SEE SCHEDULE

CONC FTG

T/P

+(SEE PLAN)2"
2"

3"
2' - 8 3/4"

#
3 

T
IE

S
 @

 1
2"

 O
C

1' - 10"

1' - 10"

SEE PLAN

S
E

E
 P

LA
N

PIER VERT REINF 
SEE SCHEDULE

TIE

A SECTION A

T/F

-(SEE PLAN)

PLACE TIE IN FTG 
FOR DOWEL 
ALIGNMENT

2" C
L

R

1' - 10"

1' - 10"

SEE PLAN

S
E

E
 P

LA
N

PIER INTEGRATED w/ WALL

2" C
L

R

WALL HORIZ 
CONT 
THROUGH 
PIER REINF

FUTURE GRADE COLUMN FOOTING OR
GRADE BEAM

SOFT UNSUITABLE SOILS
EXCAVATED AND REPLACED
WITH "CONTROLLED FILL"

EXCAVATION LINE
SEE SOILS REPORT
FOR SLOPE

d = DEPTH TO SUITABLE SOILS

B

d"

B + d

2

1

d = DEPTH TO SUITABLE SOILS

SOFT, UNSUITABLE SOILS
EXCAVATED AND REPLACED
WITH "CONTROLLED
DENSITY FLOWABLE FILL".

FOOTING OR
GRADE BM

FUTURE GRADE

EXCAVATION LINE
SEE SOILS REPORT
FOR SLOPE

B/FTG

-(SEE PLAN)

d"

WIDTH

FOOTING

T/SLAB

SEE PLAN

SLAB

(2) #5 
CONT

D

T/SLAB T/P

SEE PLAN

T/F

SEE PLAN

COLUMN - BY OTHERS

BASEPLATE - BY OTHERS

BRICK VENEER WRAP -

PIER (P)

COLUMN 
FOOTING (F)

SLAB

TURNED 
DOWN SLAB

6

S403

3

5

S403

BASEPLATE -
BY OTHERS

SLAB 
TURNDOWN

T/SLAB & T/PIER

SEE PLAN

T/F

SEE PLAN

SLAB

BRICK VENEER WRAP -
COLUMN -
BY OTHERS

COLUMN 
FOOTING (F)

D

PIER (P)

(2) #5 CONT

OPEN BLOCK CMU WALL
(RUNNING BOND PATTERN)

CMU WALL

VERT REINFORCING

HORIZ REINFORCING

A TYPICAL CORNER B TYPICAL INTERSECTION

ALTERNATE LEG 
DIRECTION OF
INTERSECTION BARS

CMU WALL

HORIZ REINFORCING

VERT REINFORCING

OPEN BLOCK CMU WALL
(RUNNING BOND PATTERN)

x#4 @ 8" OC24
"

24"

x#4 @ 8" OC

24
" 24"

(A) TYPICAL CORNER (B) TYPICAL INTERSECTION (C) TYPICAL JAMB

NOTES:
1. REINFORCING SHOWN IS IN ADDITION

TO REINFORCING SHOWN ON PLANS 
AND SPECIAL DETAILS.

2. REINFORCING TO MATCH WALL REINFORCING 
INDICATED ON PLANS.

CMU WALL

GROUT CORE 
FULL HEIGHT

VERT WALL REINF

INT NON-BEARING
CMU

WIRE MESH
WALL TIE

INT OR EXT
LOAD-BERING
CMU

CMU WALL

VERT WALL
REINF8"

(2) #5 UNO

CORE FILLED 
SOLID WITH FINE 
GROUT

VERTICAL REINF 
(CONT THRU BOND 
BEAM)

CONCRETE MASONRY 
BOND BEAM UNITS

B

T/P

SEE PLAN

T/F

SEE PLAN

COLUMN BY OTHERS -
SEE ARCH

COLUMN FOOTING (F)

PIER (P)

GRADE

NOTE:
ALL EXTERIOR EXPOSED STEEL IS 
REQUIRED TO BE GALVANIZED FOR 
CORROSION PROTECTION
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SCALE: S403 3/4" = 1'-0"

1TYPICAL PIER ELEVATION

PIER INTEGRATED w/ CORNER

SCALE: S403 3/4" = 1'-0"

2CONTROLLED FILL DETAIL

SCALE: S403 3/4" = 1'-0"

3

CONTROLLED DENSITY FLOWABLE

FILL DETAIL

SCALE: S403 3/4" = 1'-0"

4SECTION

SCALE: S403 3/4" = 1'-0"

5SECTION

SCALE: S403 3/4" = 1'-0"

6SECTION

SCALE: S403 3/4" = 1'-0"

8

TYP BOND BEAM CORNER BAR

DETAIL

SCALE: S403 3/4" = 1'-0"

9TYP MASONRY WALL REINFORCING

SCALE: S403 3/4" = 1'-0"

10TYPICAL BOND BEAM

SCALE: S403 3/4" = 1'-0"
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MODEL VIEWS ARE FOR REFERENCE ONLY.  NOT ALL

STRUCTURAL MEMBERS ARE SHOWN.  REFER TO THE

ENTIRE SET OF CONSTRUCTION DOCUMENTS.
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13' - 4" 13' - 4" 13' - 4"

13' - 4" 13' - 4" 13' - 4"

4
0

' -
 0

"

DIMENSIONS SAME FOR BOTH SHELTERS

1

A611

2

A611

NEW SIDEWALKS

SEE CIVIL

EXISTING ISLAND

OF ISLAND

OF SHELTER

OF SHELTER OF SHELTER

LINE OF OVERHANG ABOVE

WORK POINT

FIN. SLAB @ HIGH POINT
EL. 100 FIN. SLAB @ HIGH POINT

EL. 100

P.1

P.3

P.2

P.3

P.2

P.1

P.4P.4

P.4P.4

TYP.

TYP. FOR 4 AT 

CORNERS

TYP. FOR 4 AT 

CORNERS

P.5P.5
P.5P.5

EXISTING

PARKING

PROJECT

WORK

ALTERNATE: METAL PERGOLA, WALKS, 

(2) TWO LIGHT BOLLARDS, CONCRETE 

SLAB WITH LEAF IMPRINT, FOUNDATION. 

SEE SHEET A121, ELECTRICAL, CIVIL & 

STRUCTURAL FOR ADDITIONAL DETAIL

ALTERNATE MASONRY 

GRILLING AREA

ALTERNATE SLAB EDGE STAMPED WITH LEAVES

ALTERNATE: MASONRY 

GRILLING AREA

BOLLARDS TYPICAL FOR (4)

4
 /

 A
1
2
4

1

A611

OPP.

HAND

2

A611

OPP.

HAND

P.7 TYP. FOR 4

P.7

P.7

P.7

TYP. FOR 4

TYP. FOR 4

TYP. FOR 4

40' - 0" 40' - 0"

6' - 8" 6' - 8"

4
9

' -
 6

"

6' - 8" 6' - 8"

2014 Indiana Building Code

2009 Indiana Electrical Code

APPLICABLE BUILDING 

CODES

SCOPE OF PROJECT Construction of two picnic shelters and related site improvments.

ALLOWABLE BUILDING 

AREA

Tabular Area:     6,000 square feet    [Table 503]

Frontage Increase: +4,500 square feet    [506.2]

Allowable Area: 10,500 square feet 

Actual Area: 1,762 square feet each

OCCUPANCY 

CLASSIFICATION
Picnic Shelters:  A-3 Occupancy [303.4]

CONSTRUCTION 

TYPE

Type V-B Construction permitted based upon allowable area.

[503.1]  

INCIDENTAL USE 

SEPARATIONS

None applicable. [Table 509]

BUILDING AREA Building Area (NEW) = 1,764 s.f. x 2 square feet

Total Building Area = 3,528 square feet

AUTOMATIC 

SPRINKLERS

Not required - shelter does not have exterior walls, and therefore 

does not have any fire area [903.2.1.3]

FIRE ALARM SYSTEM Not required, based upon an occupant load of less than 300

[907.2.1]

BUILDING ELEMENTS Building elements are permitted to be of non rated combustible 

construction [Table 601]
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1/8" = 1'-0"1
FIRST FLOOR PLAN

NORTH

# PLAN KEYNOTES

P.1 SHELTER SLAB WITH LIGHT BROOM FINISH

P.2 PREFINISHED STEEL COLUMN BY SHELTER SUPPLIER

P.3 4" X 4" PREFINISHED METAL DOWNSPOUT TO BOOT

P.4 TOOLED SLAB JOINTS AT 1/3 POINTS OF OVERALL SLAB DIMENSION TYPICALLY

P.5 CONCRETE SLAB WITH LIGHT BROOM FINISH

P.6 LIGHT BOLLARDS: SEE ELECTRICAL DRAWINGS

P.7 BRICK MASONRY AND LIMESTONE COLUMN WRAPS.  SEE SHEET A123 FOR
DETAILS

BUILDING CODE SUMMARY
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LINE OF OVERHANG ABOVE

1
3

' -
 4

"

3
' -

 0
"

7
' -

 4
"

3
' -

 0
"

O.C.

16"

13' - 4" O.C.

PERGOLA SIDEWALK

6' - 0"

12' - 0"

METAL PERGOLA

4" x 8" PREFINISHED BEAM 

MEMBERS BY SHELTER 

MANUFACTURER

2" x 8" PREFINISHED STEEL FRAME 

MEMBERS AT 16" O.C. BY SHELTER 

MANUFACTURER

8" x 8" PREFINISHED TUBE STEEL 

COLUMNS BY SHELTER 

MANUFACTURER

7' - 4" WIDE CONCRETE SLAB

IMPRINTED WITH LEAVES

3' - 0" WIDE CONCRETE SLAB

WITH LIGHT BROOM FINISH 3' - 0" WIDE CONCRETE SLAB

WITH LIGHT BROOM FINISH

1
1

' -
 4

"

2

A121

3

A121

3
' - 0

"3
' 
- 
0
"

LINE OF SIDEWALK: BASE BID - SEE CIVIL

1
2

' -
 0

"

SMOOTH CUT LIMESTONE

BENCHES 6' LONG X 2' WIDE

BY 4" THICK ON SOLID 5' LONG

X 1' WIDE X 14" THICK. TYPICAL

FOR (4). CENTER BASE UNDER SEAT

& CONNECT WITH STAINLESS STEEL PINS.

8
' -

 8
"

8
"

8
"

7
' -

 0
"

13' - 4"13' - 4"13' - 4"

8
' -

 4
"

8"

2"

2" x 8" FRAME MEMBERS

AT 16" O.C.

4" x 8" BEAM MEMBERS

8" x 8" STEEL TUBE

COLUMNS

8
"

8
"

7
' -

 0
"

11' - 4"

8
' -

 4
"

4"

8"

LIMESTONE BENCHES

4" x 8" BEAM MEMBERS

STEEL TUBE COLUMNS

PREFINISHED 2" x 8" 

FRAME MEMBERS

AT 16" O.C.
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1/4" = 1'-0"1
ALTERNATE: PERGOLA PLAN

3/16" = 1'-0"2
PERGOLA SECTION

3/8" = 1'-0"3
TRANSVERSE PERGOLA SECTION

NOTE: ALL PREFINISHED STEEL PERGOLA 
COMPONENTS ARE FURNISHED & INSTALLED 
BY THE SHELTER MANUFACTURER
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DIMENSIONS SAME FOR BOTH SHELTERS

2' - 0" WIDE BAND AT SLAB PERIMETER

IMPRINTED WITH LEAVES

CONCRETE SLAB WITH LIGHT BROOM

FINISH

TOOLED SLAB JOINTS AT 1/3 POINTS OF OVERALL

SLAB DIMENSION TYPICALLY
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DIMENSIONS SAME FOR BOTH SHELTERS

2' - 0" x 2' - 0" MASONRY AND

LIMESTONE COLUMN WRAP

13' - 4" 13' - 4" 13' - 4"

1
' -

 0
"

1
3

' -
 4

"
1

3
' -

 4
"

1
3

' -
 4

"
1

' -
 0

"

2' - 0"

2
' -

 0
"

2
 /

 A
1
2
3

A123

3
TYP.

MASONRY WRAP ELEV.

8
' -

 0
"

2' - 0"

1
' -

 1
 1

/2
"

5
' -

 9
"

1
' -

 1
 1

/2
"

BRICK MASONRY WRAP 

IN FLEMISH BOND WITH 

DARK HEADERS

SMOOTH CUT LIMESTONE

SMOOTH CUT LIMESTONE

PREFINISHED GUTTER & 

DOWNSPOUTS AT CORNERS 

BY SHELTER MANUFACTURER

PREFINISHED SHELTER 

COLUMNS & TRUSS FRAMING 

BY SHELTER MANUFACTURER

FASHION LIMESTONE PIECES AT 

TOP FOR TIGHT FIT TO SHELTER 

COLUMN WITH 3/8" GAP FOR 

SEALANT AND BACKER ROD.  

PROVIDE WASH AT EACH PIECE.

22 COURSES: 5' - 10 1/8"

2' - 0"

2
' -

 0
"

MASONRY WRAP

SHELTER STEEL COLUMN

MASONRY WIRE ANCHORS EVERY SIX 

COURSES VERTICALLY

1 3/8"

2
1

 3
/8

"

1' - 9 3/8"

1
 3

/8
"
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1/4" = 1'-0"1
MASONRY & STONE COLUMN WRAP PLAN

3/4" = 1'-0"2
COLUMN WRAP ELEVATION

3" = 1'-0"3
BRICK COLUMN WRAP DETAIL
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DIMENSIONS SAME FOR BOTH GRILLING AREAS

SLAB IMPRINTED

WITH LEAVES

CAST IRON GRILL GRATE

LIMESTONE 

BENCHES

PORTAL COLUMNS WITH

LIMESTONE FACES AND 

LIMESTONE CAPS

LIMESTONE 

BENCHES

2

A124

3

A124

5

A124

4
 /

 A
1
2
4

2' - 0"

4
 /

 A
1
2
4

O
P

P
. 
H

A
N

D

7

A124

CAP

2' - 4" 1' - 4" 9' - 10" 1' - 4"

CAP

2' - 4"

CAP

2' - 4"

CAP

2' - 4"

6" OVERHANG W/DRIP TYP.

POURED CONCRETE

WITH GROUT RUBBED

FINISH AT GRILL AREA

1' - 6"

3' - 0"

5

A124

1' - 9"

5
"

8
' -

 6
"

2"

4"

1" CHAMFER ALONG EDGE OF 

LIMESTONE BENCHES TYPICAL

32 BRICK COURSES

1' - 8" 1' - 4"

6"

BENCH

A124

6

2
' -

 8
"

6
"

1
' -

 4
"

4
"

DIM. AT STONE CAP BEYOND

6"

FOUNDATION

SEE STRUCTURAL

CELL VENT WEEP

AT EVERY THIRD BRICK WITH

CONTINUOUS FLASHING

& STAINLESS STEEL

DRIP EDGE

2 PIECE ADJUSTABLE

STAINLESS STEEL 

MASONRY ANCHORS

@ 1' - 4" O.C. VERTICAL

& HORIZONTAL

10" REINFORCED

CMU

BRICK IN FLEMISH

BOND WITH DARK 

HEADERS

CONTINUOUS DRIP

TYPICAL

4" WIDE CONCRETE

LIP @ REAR & SIDES TO

SUPPORT GRILL GRATE

CAST IRON GRILL 

GRATE WITH STAINLESS 

STEEL CLAMP 

FASTENERS @ (4) 

CORNERS TO SIDE 

WALL

CONCRETE WITH 

GROUT RUBBED 

FINISH @ EXPOSED

FACE

1
' -

 6
"

5 1/2"

(2) #4 CONTINUOUS

(6) #4 ONE HALF TOP

& BOTTOM

MASONRY BOND BEAM

W/ (2) #5

WALL REINFORCING BARS

- SEE STRUCTURAL

1/2" EXP. JT. 

MATERIAL

FTG REINF.

SEE STRUCTRAL

#4 DOWELS @

12" O.C. TYP.

DOWEL TO MATCH

WALL REINFORCING

24 GAUGE STAINLESS

STEEL FLASHING WITH

STAINLESS DRIP EDGE

4" OVERHANG HERE 

WITH DRIP EDGE

3 3/8"

1" 3
 5

/8
"

2

A124
3

A124

2' - 0" 10' - 3" 3' - 4" 3' - 4" 10' - 3" 2' - 0"10' - 2"

PORTAL COLUMNS:

LIMESTONE FACES &

LIMESTONE CAPS
WALLS: BRICK MASONRY IN 

FLEMISH BOND INSIDE & OUT 

TYPICAL ALL FOUR SIDES

4" 4' - 6 1/2" 5 1/2"

7

A124

4"

6
"

4
"

2' - 8"

41' - 4"

CUT LIMESTONE CAP

8" CMU

3 5/8" THICK SMOOTH

CUT LIMESTONE

CELL VENT WEEPS

AT STONE JOINTS

TYPICALLY

GRADE: SEE CIVIL

4' - 0"

PROVIDE DRIP TYPICAL

24 GAUGE STAINLESS

STEEL FLASHING WITH

STAINLESS DRIP EDGE
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R
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G
 A
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A
S

1/4" = 1'-0"1
ALTERNATE: MASONRY GRILLING AREA PLAN

3/8" = 1'-0"2
KNEE WALL - GRILL SECTION

3/8" = 1'-0"3
KNEE WALL SEATING AREA SECTION

3/4" = 1'-0"6
KNEE WALL SEATING AREA - Callout

3/4" = 1'-0"5
GRILL SECTION

1/4" = 1'-0"4
KNEE WALL ELEVATION

8" CMU: CENTERED

ON WALL

LIMESTONE CAP

WITH WASH TO 

EACH EDGE

CONTINUOUS DRIP

TYPICAL

BRICK IN FLEMISH

BOND WITH DARK

HEADERS: 10

COURSES= 2'-8"

CELL VENTS WEEPS

AT EVERY THIRD BRICK

GRADE: SEE CIVIL

8" CMU

LIMESTONE BENCH

WITH WASH TO EDGE

CONTINUOUS DRIP

TYPICAL

BRICK IN FLEMISH BOND

WITH DARK HEADERS: 5

COURSES 1'-4" HIGH

CELL VENT WEEPS

AT EVERY THIRD BRICK

3/4" = 1'-0"7
LIMESTONE COLUMN SECTION

SLAB WITH LIGHT

BROOM FINISH

REINFORCING BAR

SEE STRUCTURAL

#5 DOWEL @ 48" O.C.

WELDED WIRE REINF.

AT SLAB

CONCRETE SLAB SEE

STRUCTURAL

THICKENED SLAB

EDGE, SEE STRUCTURAL

BOND BEAM W/ 2 #5

CONTINUOUS AT TOP OF WALL

24 GAUGE STAINLESS

STEEL FLASHING WITH

STAINLESS DRIP EDGE

CONTINUOUS FLASHING

WITH STAINLESS DRIP
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1/8" = 1'-0"1
FIRST FLOOR - REFLECTED CEILING PLAN

NORTH

REFLECTED CEILING NOTES

A. REFER TO REFLECTED CEILING PLAN FOR ADDITIONAL NOTES AND CEILING
INFORMATION.

B. PROVIDE CONTROL JOINTS IN PLASTER & GYPSUM BOARD CEILINGS AND BUILKHEADS
WHERE RECOMMENDED/REQUIRED BY MANUFACTURERS OR INDUSTRY STANDARDS,
OR WHERE INDICATED.  COORDINATE LOCATION WITH ARCHITECT.

C. ALL CEILING HEIGHTS ARE FROM FINISHED FLOOR.

D. INSTALL SUSPENDED CEILING GRID WITH EQUAL SIZE PANELS AT EACH SIDE OR END OF
THE INDIVIDUAL SPACES UNLESS OTHERWISE INDICATED.  NO PANEL SHALL BE LESS
THAN 4" WIDE.

E. THE ARCHITECTURAL REFLECTED CEILING PLAN SHALL GOVERN THE LAYOUT OF ALL
CEILING ELEMENTS AND/OR PENETRATIONS.  COORDINATE ANY FIELD VERIFIED OR
AS-BUILT CONDITIONS THAT DIFFER FROM WHAT IS SHOWN ON THESE PLANS WITH THE
ARCHITECT.

F. SIZES AND SHAPES OF LIGHTING FIXTURES AND OTHER MISCELLANEOUS ELECTRICAL
EQUIPMENT (IF SHOWN) ARE FOR REFERENCE ONLY.  COORDINATE ACTUAL SIZES AND
TYPES  WITH THE ELECTRICAL DRAWINGS/ENGINEER.

G. COORDINATE CLEARANCES WITH M.E.P. DRAWINGS.  NOTIFY ARCHITECT OF
CONFLICTS PRIOR TO CONSTRUCTION.

H. SIZES OF MECHANICAL EQUIPMENT (IF SHOWN) ARE FOR REFERENCE OLY.
COORDINATE ACTUAL SIZES AND TYPES WITH MECHANICAL DRAWINGS/ENGINEER.

I. ALL CEILING MOUNTED ITEMS (SPRINKLER HEADS, MOUNTING MECHANISMS, ETC.)
SHALL BE CENTERED IN THE CEILING PANELS UNLESS OTHERWISE NOTED/INDICATED.

CEILING PLAN KEYNOTES

C.1 PREFINISHED STEEL SHELTER STRUCTURE PROVIDED BY SHELTER SUPPLIER

C.2 EXPOSED 2 X 6 T&G WOOD DECK WITH FACTORY APPLIED CLEAR FINISH
PROVIDED BY SHELTER SUPPLIER

C.3 PREFINISHED GUTTER & DOWNSPOUT PROVIDED BY SHELTER SUPPLIER

C.4 PREFINISHED STRUCTURLA STEEL PURLINS PROVIDED BY SHELTER SUPPLIER
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43' - 0" SAME DIMENSIONS FOR BOTH SHELTERS

1' - 6" 13' - 4" 13' - 4" 13' - 4" 1' - 6"

1
' -

 6
"

4
0

' -
 0

"
1

' -
 6

"

R.1

R.2

R.1

R.2R.2

TAPERED INSULATION W/ EPDM 

ROOF SYSTEM

RIDGE VENT

ICE AND WATER SHEILD

DIRECTION OF ROOF SLOPE 

INTAKE AIR VENT

EXHAUST FAN

RELIEF FAN

HIGH POINTH.P.

ROOF HATCH

ORD

RD ROOF DRAIN AND OVERFLOW ROOF 

DRAIN

NEW TAPERED INSULATION SADDLE
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1/8" = 1'-0"1
ROOF PLAN

NORTH

ROOF PLAN LEGEND

ROOF PLAN GENERAL NOTES

A. PROVIDE MANUFACTURER'S STANDARD DETAILS WHERE MECHANICAL EQUIPMENT
OCCURS, COORDINATE W/ ARCHITECTURAL AND MEP.

B. SEE MECHANICAL, ELECTRICAL, AND PLUMBING DRAWINGS FOR ADDITIONAL ROOF
PENETRATION REQUIRMENTS.

C. PROVIDE ICE AND WATER SHIELD AT ALL OVERHANGS (FROM EDGE OF ROOF TO 24"
PAST INTERIOR LINE OF WALL), VALLEYS (3'-0" ON EACH SIDE), RIDGES (3'-0" ON EACH
SIDE) AND HIPS (3'-0" ON EACH SIDE).

ROOF PLAN KEYNOTES

R.1 METAL SHINGLES PROVIDED BY SHELTER SUPPLIER

R.2 GUTTER, DOWNSPOUTS & DOWNSPOUT BOOT LIKE ADVANCED DRAINAGE
SYSTEMS POLYETHYLENE DOWNSPOUT ADAPTER PROVIDED BY SHELTER SUPPLIER
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1/8" = 1'-0"2
SOUTH

1/8" = 1'-0"1
EAST

1/8" = 1'-0"3
NORTH

1/8" = 1'-0"4
WEST

# EXTERIOR ELEVATION KEYNOTES

E.1 METAL SHINGLE ROOF PROVIDED BY SHELTER SUPPLIER

E.2 GUTTER AND DOWNSPOUTS PROVIDED BY SHELTER SUPPLIER

E.3 PREFINISHED STEEL COLUMN PROVIDED BY SHELTER SUPPLIER

E.4 PREFINISHED STEEL SHELTER STRUCTURE

E.5 CONCRETE SLAB WITH LIGHT BROOM FINISH
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3/4" = 1'-0"1
COLUMN SECTION

3/4" = 1'-0"2
ROOF SECTION

WALL SECTION KEYNOTES

W.1 PREFINISHED TUBE STEEL TRUSSES PROVIDED BY SHELTER SUPPLIER

W.2 METAL ROOF SHINGLES PROVIDED BY SHELTER SUPPLIER

W.3 PREFINISHED STRUCTURAL STEEL PURLINS PROVIDED BY SHELTER SUPPLIER

W.4 PREFINISHED STEEL COLUMN PROVIDED BY SHELTER SUPPLIER

W.5 CONCRETE SLAB WITH LIGHT BROOM FINISH

W.6 RECESSED BASE PLATE, SEE STRUCTURAL

W.7 FOR COLUMN FOUNDATION, SEE STRUCTURAL

W.8 GUTTER & DOWNSPOUTS PROVIDED BY SHELTER SUPPLIER

W.9 GRADE: SEE CIVIL
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ELECTRICAL SYMBOL LEGEND

SURFACE/RECESSED 2 x 4 LED LIGHT FIXTURE

SURFACE/RECESSED 1 x 4 LED LIGHT FIXTURE

SWITCHES

LIGHT FIXTURE CONNECTED TO EMERGENCY POWER

EXIT LIGHT FIXTURE WALL MOUNTED

EXIT LIGHT FIXTURE CEILING MOUNTED

EMERGENCY BATTERY UNIT

SWITCH, SINGLE POLE

SWITCH, THREE-WAY

PHOTOCELL

BATTERY OPERATED EMERGENCY LIGHT - WALL MOUNTED

SWITCH, FOUR-WAY

RECEPTACLE, QUADPLEX

RECEPTACLE CEILING MOUNTED, DUPLEX

RECEPTACLE, DUPLEX, GROUND FAULT CIRCUIT INTERRUPTER

RECEPTACLE, DUPLEX, EMERGENCY RED TWIST LOCK

RECEPTACLE, DUPLEX

RECEPTACLE, SINGLE

SWITCH, MANUAL TIMER

SWITCH, PILOT LIGHT

SWITCH, KEYED

SWITCH, DOOR SECURITY

SWITCH, CONTROLLING FIXTURES MARKED WITH a

SWITCH, DIMMER

LIGHTS

WIRING TURNED UP

WIRING EMERGENCY

FLUSH FLOOR BOX, THREE GANG

WIRING CONCEALED UNDER OR IN FLOOR

WIRING CONCEALED IN CEILING OR WALL

RECEPTACLE SPECIAL, NEMA CONFIGURATION

FLUSH FLOOR OUTLET

DUPLEX RECEPTACLE SPLIT WIRED

POWER

FIRE ALARM, FLOW SWITCH

DISCONNECT SWITCH FOR MOTORS OVER 1/2HP

ELECTRICAL MOTOR CONNECTION - VERIFY HP, AND PHASE

FLUSH OR SURFACE MOUNTED BRANCH

MOTOR CONTROLLER WITH AUX CONTACTS HOA, PB, 

TT SWITCH FOR MOTORS 1/2HP OR SMALLER

MAIN DISTRIBUTION OR POWER PANELBOARDS

JUNCTION BOX 4 11/16 x 4 11/16 x 2 1/8" 

CABLE TRAY

WIREMOLD APENDED NOTE DENOTES TYPE

HEAT TRACE CABLE

FIRE ALARM, TAMPER SWITCH

PANIC BUTTON

PUSH BUTTON "UP-DOWN-DN"

FIRE ALARM ANNUNICATOR PANEL

FIRE ALARM CONTROL PANEL

WIRING TURNED DOWN

PUSH BUTTON CONTROL STATION

SPEAKER, FLUSH CEILING MOUNTED

COMBINATION PHOTOELECTRIC AND CARBON MONOXIDE DETECTOR

SOUND SYSTEM AMPLIFIER

SPEAKER HORN TYPE, WALL MOUNTED

SPEAKER, WALL MOUNTED

FIRE ALARM, IONIZATION DUCT DETECTOR

FIRE

PILOT AND CONTROL TRANSFORMER.

CLOCK OUTLET

SECURITY MOTION DETECTOR

NURSE CALL, STAFF STATION

SECURITY ALARM POINT DOOR SWITCH

SECURITY DOOR LOCK RELEASE - ELECTRIC STRIKE

SECURITY ALARM BELL

NURSE CALL, PATIENT STATION

TRANSFORMER, 120V TO LOW VOLTAGE

CLOCK OUTLET WITH CONTROL STATION

TELEVISION OUTLET (RG6)

DOORBELL PUSH BUTTON

DOOR BELL CHIME

NURSE CALL, DUTY STATION

NURSE CALL, CENTRAL EQUIPMENT CABINET

NURSE CALL, DOME LIGHT, QUAD LAMP

NURSE CALL, DOME LIGHT, SINGLE LAMP

NURSE CALL, DOME LIGHT, ZONE LIGHT

NURSE CALL, CODE BLUE BUTTON

NURSE CALL, DOME LIGHT WITH COUPLER INTERFACE

NURSE CALL, DOME LIGHT, DUAL LAMP

NURSE CALL, MASTER POWER SUPPLY

NURSE CALL, SATELLITE POWER SUPPLY

NURSE CALL, SATELLITE EQUIPMENT LAB

NURSE CALL, STAFF EMERGENCY

NURSE CALL, POWER SUPPLY

NURSE CALL

NURSE CALL, FOOT OPERATED CALL SWITCH

POLE MOUNTED LIGHT FIXTURE - SINGLE HEAD

SURFACE / RECESSED LED FIXTURE

FLOOD LIGHT GROUND MOUNTED

NURSE CALL, CODE BLUE DOME LIGHT

BOLLARD LIGHT FIXTURE

WALL MOUNTED LED FIXTURE

WIRE

UNLESS NOTED OTHERWISE

THERMAL DETECTOR  135° FIXED

PHOTO DETECTOR  PHOTO ELECTRIC

HORN STROBE

FIRE ALARM, SPEAKER

F

IONIZATION SMOKE

or

A= GROUND; B= NEUTRAL; C= HOT

HOMERUN

A
B

C

MOTION DETECTOR

WALL MOUNTED LED FIXTURE

SURFACE MOUNTED OR RECESSED LED FIXTURE

P

FIRE ALARM, SPEAKER STROBE

TELEPHONE OUTLET BOX AND COVER PLATE

TELEPHONE OUTLET BOX, AND COVER PLATE, PUBLIC

TELEPHONE OUTLET FLOOR BOX WITH COVER PLATE

DATA OUTLET

COMMUNICATION / SECURITY

TELEDATA OUTLET

TELEDATA OUTLET FLOOR BOX WITH COVER PLATE

I

H

DESCRIPTIONSYMBOLSYMBOL DESCRIPTION

XP

WW

WT

WP

WHM

W

VA

V

UPS

UON

UG

TYP

TX

TTC

TTB

TPS

TP

T

SYM 

SWBD

SW

STD

SSC

SPST

SN

SHT

SEC

SCIC

RVS

RMC

RMS

RM

REQD

(RR)

(R) 

PWR

PVC

PT

PRI

PNL

PH,  O

PF

PB

PAR

PA

P

OD

OC

NTS

NOR

NO

NL

NIC

NF

NC

(N)

MTG

MTD

MT

MOM

MIN

MH

MECH

MCP

MCM

MCC

MC

MAX

MATV

LV

LTG

LT

LRA

LCL

KWH

KW

KVA

KV

KEC

KCMIL

KA

JB

INC

IMT

ID

HZ

HV

HPS

HP

HOA

HID

HH

GRD

GFR

GFI

GENR

GALV

FT

FLUOR

FLEX

FA

F

(F)              

EST

EQUIP

EQ

ENCL

EMT

EMER

ELEC

(ER)

EX

DWG

DTL

DPST

DPDT

DP

DIA

DGP

DF
CX

CW

CU

CT

CRT

CONTR

COMM

CO

CLG

CKT

CCTV

CB

CAB

C

BFG

BLDG

BIL

AWG

AUTO

ATS

AT

AIC              

AFG

AFF

AF

ACCP

A/C

A

2SP

#

EXPLOSION PROOF

WARM WHITE

WATERTIGHT

WEATHERPROOF

WATT HOUR METER

WIRE/WATTS

VOLTAMPERES

VOLT

UNINTERRUPTIBLE POWER SYSTEM

UNLESS OTHERWISE NOTED

UNDERGROUND

TYPICAL

TRANSFORMER

TELEPHONE TERMINAL CABINET

TELEPHONE TERMINAL BOARD

TWISTED PAIR SHIELDED

TWISTED PAIR

THROW

SYMMETRICAL

SWITCHBOARD

SWITCH

STANDARD

SOUND SYSTEM CABINET

SINGLE POLE SINGLE THROW

SOLID NEUTRAL

SHEET

SECONDARY

REVERSE

RIGID METALLIC CONDUIT

ROOT MEAN SQUARE

ROOM

REQUIRED

REMOVE AND RELOCATE

REMOVE

POWER

POLYVINYL CHLORIDE DUCT

POTENTIAL TRANSFORMER

PRIMARY

PANEL

PHASE

POWER FACTOR

PULL BOX

PERSONAL ALARM RECEIVER

PUBLIC ADDRESS

POLE

OUTSIDE DIAMETER

ON CENTER

NOT TO SCALE

NORMAL

NORMALLY OPEN/NUMBER

NIGHT LIGHT

NOT IN CONTRACT

NON-FUSED

NORMALLY CLOSED

NEW

MOUNTING

MOUNTED

EMPTY

MOMENTARY

MINIMUM

MANHOLE/METAL HALIDE

MECHANICAL

MOTOR CURRENT PROTECTOR

THOUSAND CIRCULAR MILS

MOTOR CONTROL CENTER

MOTOR CONTROLLER

MAXIMUM

MASTER ANTENNAE TELEVISION

LOW VOLTAGE

LIGHTING

LIGHT

LOCKED ROTOR AMPS

LONG CONTINUOUS LOAD

KILOWATT HOURS

KILOWATT

KILOVOLT AMPERES

KILOVOLT

KITCHEN EQUIPMENT CONTRACTOR

THOUSAND CIRCULAR MILS

KILOAMPERES

JUNCTION BOX

INCANDESCENT

INTERMEDIATE METAL TUBING

INSIDE DIAMETER

HERTZ

HIGH VOLTAGE

HIGH PRESSURE SODIUM

HORSEPOWER

HAND-OFF-AUTOMATIC

HIGH INTENSITY DISCHARGE

HANDHOLE

GROUND

GROUND FAULT RELAY

GROUND FAULT INTERRUPTER

GENERATOR

GALVANIZED

FOOT/FEET

FLUORESCENT

FLEXIBLE METAL CONDUIT

FIRE ALARM

FUSED

FUTURE 

ESTIMATE

EQUIPMENT

EQUAL

ENCLOSURE

ELECTRICAL METALLIC TUBING CONDUIT

EMERGENCY

ELECTRIC/ELECTRICAL

EXISTING RELOCATE

EXISTING

DRAWING

DETAIL

DOUBLE POLE SINGLE THROW

DOUBLE POLE DOUBLE THROW

DOUBLE POLE

DIAMETER

DATA GATHERING PANEL

DRINKING FOUNTAIN
COAXIAL CABLE

COOL WHITE

COPPER

CURRENT TRANSFORMER

CATHODE RAY TUBE (MONITOR)

CONTRACTOR

COMMUNICATIONS

CONDUIT ONLY

CEILING

CIRCUIT

CLOSED CIRCUIT TELEVISION

CIRCUIT BREAKER

CABINET

CONDUIT

BELOW FINISHED GRADE

BUILDING

BASIC IMPULSE LEVEL

AMERICAN WIRE GAUGE

AUTOMATIC

AUTOMATIC TRANSFER SWITCH

AMPS-TRIP

AMP INTERRUPTING CURRENT 

ABOVE FINISHED GRADE

ABOVE FINISHED FLOOR

AMPS-FRAME

ACCESS PANEL

ABOVE COUNTER

AMPERE (AMPS)

2 SPEED

NUMBER

SPECIAL COMMUNICATIONS INTERFACE CAB.

ELECTRIC WATER COOLEREWC

FLA FULL LOAD AMPS

MFR MANUFACTURER

IV INVERT ELEVATION

FACP FIRE ALARM CONTROL PANEL

DESCRIPTIONSYMBOLDESCRIPTIONSYMBOLDESCRIPTIONSYMBOLDESCRIPTIONSYMBOLDESCRIPTIONSYMBOLSYMBOL DESCRIPTION

INTERCOMM HANDSET

INTERCOMM SYSTEM POWER SUPPLY

INTERCOMM MASTER PANEL
M

P CO

CARD KEY ACCESS CONTROL 
DEMO: POINT WHERE EXISTING TO REMAIN STOPS AND DEMOLITION BEGINS
REVISED: POINT WHERE NEW WORK CONNECTS TO EXISTING TO REMAIN 

TELEVISION OUTLET (RG6 AND 2-CAT6)
A

RECEPTACLE ON EMERGENCY CIRCUIT, RECEPTACLE AND
PLATE SHALL BE RED

CEILING MOUNTED FIRE ALARM HORN / STROBE

(NOTE: ALL SYMBOLS MAY NOT BE USED)

CARD KEY ACCESS DEVICE

SECURITY CAMERA SECURITY CAMERA
(360°) (360°)

ELECTRICAL ABBREVIATIONS

PANELBOARDS 120/280V

SECURITY GLASS BREAK DETECTOR

SINGLE CIRCUIT PIR WALL SENSOR 'SCHNEIDER ELECTRIC'
#SLSPWS1277UX(COLOR).

DUAL CIRCUIT PIR WALL SENSOR 'SCHNEIDER ELECTRIC'
#SLSPWD1277UX(COLOR).

LOW VOLTAGE ULTRASONIC CEILING SENSOR 'SCHNEIDER
ELECTRIC' #SLSCUS2000 (SENSOR); 'SCHNEIDER ELECTRIC'
#SLSPP1277 (POWER PACK)

LOW VOLTAGE CEILING MOUNT PIR OCCUPANCY SENSOR 'SCHNEIDER
ELECTRIC' #SLSCI2000 (SENSOR); 'SCHNEIDER ELECTRIC' #SLSPP1277
(POWER PACK).

LOW VOLTAGE CEILING MOUNT DUAL-TECHNOLOGY OCCUPANCY SENSOR
'SCHNEIDER ELECTRIC' #SLSCDT2000 (SENSOR); 'SCHNEIDER ELECTRIC'
#SLSPP1277 (POWER PACK).

AC ALTERNATING CURRENT

USB RECEPTACLE

RECEPTACLE, DUPLEX WEATHERPROOF ('WHILE-IN-USE' TYPE)
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LABEL CKT. NO. OF EACH DEVICE ON REAR SIDE OF
COVER PLATE. USE PERMANANT MARKER PEN,
BRADY MARKING SYSTEM OR OTHER METHOD
APPROVED BY THE ENGINEER

JUNCTION BOXES (EXPOSED OR CONCEALED
ABOVE ACCESSIBLE CEILING)

LABEL COVERS WITH CKT.'S CONTAINED
WITHIN. USE PERMANANT MARKER PEN OR
OTHER APPROVED METHOD.

FOR J.B.'S CONTAINING  OTHER THAN
POWER OR LIGHTING CKT.'S LABEL
COVERS INDICATING SYSTEM TYPE AND
ZONES.
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